ALL CIRCUIT GROUNDED CONDUCTORS NOT SHOWN FOR CLARITY

CIRCUIT 1
CIRCUIT 3
CIRCUIT 5
CIRCUIT 7
CIRCUIT 9
CIRCUIT 11
CIRCUIT 13
CIRCUIT 15
CIRCUIT 16
CIRCUIT 14
CIRCUIT 12
CIRCUIT 10
CIRCUIT 8
CIRCUIT 6
CIRCUIT 4
CIRCUIT 2

- 16 CIRCUIT LOAD CENTER
- 14 CIRCUIT LOAD CENTER
- 12 CIRCUIT LOAD CENTER
- 10 CIRCUIT LOAD CENTER
- 8 CIRCUIT LOAD CENTER

240VAC TO MAIN DISTRIBUTION PANEL
NEUTRAL 1 MAIN 1
NEUTRAL 2 MAIN 2
TO GENERATOR OUTPUT CIRCUIT BREAKER
WHITE GREEN BLACK RED

WIRING - DIAGRAM
HSB TRANSFER SWITCH
DRAWING #: 0G7958

REVISION: "A"
DATE: 03/07/08