A bonding jumper is provided between the neutral lug and enclosure at this location (factory installed).

Utility Meter Socket

Load Shed Module

Ground Bar

To grounding electrode

Liquid Cooled Installation

Service Disconnect ATS

Note: Installation to be done by a licensed electrician and must meet all national, state and local electrical codes.

Q7 SERIES ENGINE GENERATOR CONNECTION PANEL

Panel Board

Customer supplied neutral wire

Neutral

Ground

Note: Power leads and transfer switch leads to be run in two different conduits.

Revised: H-7539-C
Date: 9/24/10
Page 1 of 2