A bonding jumper is provided between the neutral lug and enclosure at this location (factory installed).

**SERVICE DISCONNECT ATS (RTSY - 2013 MODEL)**

**NOTE:** Installation must meet all national state and local electrical codes.

**EXPLODED VIEW:**
AIR COOLED INSTALLATION RTSY TRANSFER SW
DRAWING #0K2423