SERVICE DISCONNECT ATS (RTSY - 2013 MODEL)

LIQUID COOLED INSTALLATION

NOTE: INSTALLATION MUST MEET ALL NATIONAL, STATE AND LOCAL ELECTRICAL CODES.

QT SERIES ENGINE GENERATOR CONNECTION PANEL

A BONDING JUMPER IS PROVIDED BETWEEN THE NEUTRAL LUG AND ENCLOSURE AT THIS LOCATION (FACTORY INSTALLED)

LOAD SHED DEVICE

TO GROUNDING ELECTRODE

UTILITY METER SOCKET

GROUND BAR

SERVICE DISCONNECT ATS

CUSTOMER SUPPLIED NEUTRAL WIRE

NEUTRAL

GROUND

GROUND BAR

NEUTRAL BAR

DISCONNECT BONDING CONNECTION IN PANELBOARD

EXPLODED VIEW:
RTS XFER SW INTERCONNECTIONS
DRAWING #: 0K2425

PAGE 1 OF 2

RELEASED FOR PRODUCTION
REVISION: J-4064-B
DATE: 1/29/13
THIS PAGE IS LEFT INTENTIONALLY BLANK